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Abstract. The performance of precast concrete load-bearing walls exposed to fire is 
investigated using 3-D thermal and structural models. The thermal model is validated by 
comparing the predicted temperatures with results from the fire tests carried out in the 
present study, previous experimental studies, and Eurocode 2. The structural model is 
validated by comparing the predicted displacements and crack patterns with results from the 
fire tests carried out in the present study. It is found that the results obtained from the 
thermal model and the structural model are in line with the experimental data and Eurocode 
2 results. The validated 3-D model of precast concrete load-bearing walls is used to study 
the effect of load level, slenderness ratio and boundary conditions on the fire performance 
of the walls. The results show that the fire resistance rating of load-bearing walls decreases 
with increasing load level and slenderness ratio, while the fire resistance rating of the walls 
increases when rotational restraints are imposed at the ends of the walls. Finally, equations 
are presented for estimating the fire resistance rating of the walls with different support 
conditions. 
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1. Introduction 
 
Precast concrete load-bearing walls have been widely used in buildings with an intrinsic function as fire-
resisting elements. The role of a precast concrete load-bearing wall exposed to fire, is generally seen to be 
threefold. First, the wall must preserve its structural stability to prevent collapse of the building. Second, the 
wall is required to maintain its integrity, i.e. prevent the spread of flames from one side of the wall to the 
other side. Third, the wall must provide adequate insulation to prevent an excessive temperature rise on the 
unexposed face. The fire resistance performance of a reinforced concrete wall is affected by the thermal and 
physical properties of the materials (i.e., concrete and reinforcing steel), the location of steel rebars, the 
dimensions of the wall, the end restraints and the loading conditions. 
Fire-resistance tests of light-weight concrete walls [1] have shown that such walls have a superior 
performance, when compared to normal-weight concrete walls in terms of yield load, ultimate load, crack 
load, stiffness, ductility and inter-story drift. Moreover, centrally reinforced walls behave better in fire than 
doubly reinforced walls with the same amount of reinforcement, while walls with smaller thermal bowing due 
to smaller in-plane load perform better than the walls with larger thermal bowing due to larger in-plane load 
[2-3]. The load-bearing capacity of reinforced concrete walls with one-sided fire exposure, reduces 
significantly with increasing slenderness ratio [4]. The thickness of the concrete wall has also been reported 
to significantly affect its fire resistance when exposed to fire on both sides [5]. Furthermore, a rotational 
restraint at the top end and a pin at the bottom end of a wall provide more beneficial effects in reducing the 
lateral displacement, hence, increasing the fire resistance, as compared to having pins at both the top and 
bottom ends [4]. On the other hand, cantilever walls may show larger deflections as a result of thermal bowing 
and P-delta effects [6].  
Previous studies on modeling of reinforced concrete walls at elevated temperature are still limited. Most 
of the proposed models have been developed in two dimensions [2, 4-5]. As such, the out-of-plane structural 
behavior of load-bearing concrete walls exposed to fire cannot be thoroughly examined and the application 
of these models may be limited. Previous studies have also investigated the response of RC beams [7-8], RC 
slabs [9], RC columns [10-12], composite beam-slab assemblies [13] and bridge girders [14] exposed to fire 
using finite element simulations.  
In the present study, a three dimensional model of precast concrete load-bearing walls exposed to fire is 
developed using the finite element program ANSYS [15]. Load-bearing fire tests of two full-scale precast 
concrete walls conducted by Pothisiri et al. [16] were used to validate the efficacy of the proposed model by 
comparing the measured data with the predicted temperatures, displacements and crack patterns. The model 
is used to study the effect of load level, slenderness ratio and support conditions on the fire performance of 
walls. Equations are obtained for estimating the fire-resistance rating of the walls with different support 
conditions. 
 
2. Finite Element Modeling of Precast Concrete Walls Exposed to Fire 
 
A 3-D finite-element model is developed in this study to investigate the thermo-mechanical behavior of 
precast concrete load-bearing walls exposed to fire using ANSYS [15]. The analyses are carried out in two 
stages. In the first stage, a thermal analysis is performed, where the experimental fire curve based on the ISO 
834-1 standard [17] is adopted for the nodal temperature on one side of the wall in the form of load steps. 
Each load step consists of several sub-steps that are solved using the Newton-Raphson technique [18]. In the 
second stage, a structural stress analysis is carried out in order to predict the performance of the wall subjected 
to an applied axial load and the temperature history obtained from the thermal model. 
 
2.1. 3-D Thermal Model of the Wall 
 
The thermal model requires transient heat transfer calculations to evaluate the temperature distribution within 
the wall. The load steps are specified in time increments of 60 s. The thermal model of the reinforced concrete 
wall investigated in the current study, comprises three dimensional solid elements for concrete and link 
elements for steel rebar. The time-temperature curve taken from the fire tests in accordance with ISO 834-1 
[17] is applied on one side of the wall. Convection is also taken into account on the unexposed side of the 
wall (with a heat transfer coefficient of 9 W/m2.oC), while the four edges of the wall are insulated by ceramic 
fiber. Note that insulation is imposed automatically in ANSYS when no thermal condition is specified along 
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a boundary [15]. The non-specified boundary conditions on the four edges of the wall result in insulated 
edges. The thermal loads and boundary conditions of the walls are shown in Fig. 1.  
 
               
     (a) Exposed face temperature                             (b) Specified loads and boundary conditions 
Fig. 1. Input parameters for the thermal model of the wall. 
 
According to Franssen et al. [19] and Buchanan [20], the dominant heat transfer mode within the test 
furnace from the fire nozzles to the structure inside the fire chamber is radiation. However, in the actual fire 
tests, the fire nozzles in the furnace are in close proximity to the tested walls, hence, the exposed face 
temperatures which are measured by using thermocouples, are used as input temperatures in the thermal 
model as shown in Fig. 1. 
In the thermal analysis, concrete is modeled using the SOLID70 3-D thermal conduction eight node 
element with a single degree of freedom (i.e., temperature) at each node. The steel rebar is modeled using the 
LINK33 3-D two node uniaxial element with the ability to conduct heat between its nodes. The element is 
characterized by a cross-sectional area and the material properties. The thermal conductivity is in the element 
longitudinal direction [15]. FE 3D meshes with different levels of refinement are used to investigate the 
convergence of numerical solutions. A FE mesh of the wall with 31,376 elements was found to yield 
convergent numerical results and is used in the present study. It is determined that the finite element model 
of the wall with 31,376 elements gives reasonably accurate results and is therefore used in the subsequent 
investigations. 
The thermal properties of concrete and steel rebar required in the thermal model are thermal conductivity, 
specific heat and mass density. Concrete is a non-homogeneous, anisotropic medium composed of particles 
of aggregates mixed with hydrated cement paste. For simplicity, concrete can be considered as a 
homogeneous isotropic material in heat transfer analysis. The temperature-dependent thermal properties of 
concrete (i.e., thermal conductivity ,c Tk , specific heat ,c Tc , and mass density ,c T ), employed in the proposed 
implementation scheme are taken from Eurocode 2 [21] and shown in Fig. 2. The thermal properties of steel 
rebar (i.e., thermal conductivity ,s Tk , specific heat ,s Tc , and density ,s T ) used in the thermal model are 
based on Eurocode 3 [22] and also shown in Fig. 2.  
It should be noted that the effect of concrete spalling – in which the cross-sectional area of the wall can 
be reduced due to concrete falling-off – is not taken into account in the proposed model. Therefore, the 
applicability of this model is limited to concrete walls with negligible amount of spalling, e.g. those with 
polypropylene (PP) fibers in the concrete mixture [23 - 30]. The addition of PP fibers to the concrete mixture 
in precast load-bearing walls to prevent spalling, is not the usual practice for low-rise buildings, but perhaps 
appropriate for high-rise buildings to provide a higher fire resistance rating. 
 
2.2. 3-D Structural Model of the Wall 
 
The structural model is used to predict deflections, internal forces and crack patterns of the walls due to the 
applied load and temperatures from the thermal analysis. The temperatures are input as thermal body loads. 
The axial load is applied gradually to minimize inertia effects since the analysis is explicit dynamic, before the 
thermal load is applied. 
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                  (a) Thermal conductivity                                                          (b) Specific heat 
 
 
     (c) Mass density 
Fig. 2. Thermal properties at elevated temperatures of concrete (Eurocode 2 [21]) and steel rebar (Eurocode 
3 [22]). 
 
For the current study, concrete is modeled using the SOLID65 elements. The eight node SOLID65 
element has three translational degrees of freedom in the nodal x, y and z directions at each node. The element 
can be used for three dimensional modeling of concrete with or without reinforcement and can account for 
cracking of concrete in tension, crushing of concrete in compression, creep and large strains [15]. The steel 
rebar is modeled using the LINK180 elements, a uniaxial tension-compression element with three degrees of 
freedom at each node to account for translations in the nodal x, y, and z directions. The element is capable 
of modeling plasticity, creep, swelling, stress stiffening, and large deflections [15]. Note that in the proposed 
structural model the concrete and the steel rebar elements share the same nodes and the steel rebar occupies 
the same regions occupied by the concrete. A drawback of this model is that the concrete mesh is restricted 
by the location of the steel rebar and the volume of the steel rebar is not deducted from the volume of the 
surrounding concrete.   
The material model for concrete of Williams and Warnke [31] is adopted for the current study.  The 
shear transfer coefficients t  and c are taken as 0.2 and 0.7, respectively [13]. The temperature-dependent 
mechanical properties of concrete and steel used in this study are taken from Eurocode 2 [21] and Eurocode 
3 [22], respectively. 
A multi-linear hardening model is implemented in ANSYS to accommodate the inelastic behavior of 
concrete at each temperature level. The material model is generated based on the strength reduction factors 
given by Eurocode 2 [21] for calcareous aggregates. The tensile strength of concrete is taken as ,0.62 c Tf
where 
,c Tf  is the compressive strength of concrete at temperature T [7-8, 13-14].  Once the concrete material 
reaches its tensile strength, a tensile stiffness multiplier of 0.6 is used to simulate a sudden drop of the tensile 
stress to 60% of the initial tensile rupture stress, followed by a linearly descending curve to zero stress at a 
strain value of six times the strain corresponding to the concrete rupture stress [18]. The variation of modulus 
of elasticity 
,c TE , thermal strain ,
th
c T  and compressive strength ,c Tf  of concrete with temperature are shown 
in Fig. 3 while the Poisson's ratio of concrete c  is taken to remain constant at 0.2. 
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                    (a) Modulus of elasticity                 (b) Thermal strain 
 
 
(c) Compressive/yield strength 
Fig. 3. Mechanical properties of concrete and steel rebar at elevated temperatures. 
 
The steel rebar is assumed to behave as an elasto-plastic material both in tension and compression. The 
multi-linear stress-strain relation is implemented herein by considering the modulus of elasticity of steel rebar 
as the initial tangent modulus of the stress-strain curve [18]. The temperature-dependent mechanical 
properties of steel rebar specified as input in the structural model are modulus of elasticity 
,s TE , thermal 
strain ,
th
s T , yield strength ,s Tf , and Poisson’s ratio s . The variation of modulus of elasticity, thermal strain 
and yield strength of steel rebar with temperature are shown in Fig. 3, while the Poisson's ratio remains 
constant at 0.3.  
 
3. Description of the Fire Tests 
 
Load-bearing fire tests were carried out on two walls W1 and W2 having a length lw= 3.42 m, height hw = 2.65 
m and thickness tw = 0.12 m [16]. The details of the wall specimens are shown in Fig. 4. Each wall is reinforced 
with four equally spaced 12 mm steel deformed bars in the vertical direction and a 250 mm × 250 mm grid 
of 8 mm deformed bars at the middle of the wall thickness. At normal temperature, the tensile strength of 
the 12 mm and 8 mm rebars were 392 MPa and 540 MPa, respectively, while the compressive strength of 
concrete at 28 days was 43 MPa for wall W1 and 44 MPa for wall W2. Concrete mixtures with a water-cement 
ratio of  0.41 used to cast the walls W1 and W2, contain PP fibers in the proportion of 0.05% (0.45 kg/m3) 
and 0.2% (1.8 kg/m3) by volume, to prevent concrete spalling that may occur on the exposed face of these 
walls during the fire test. The walls are installed with dowel connections to the upper and lower cross beams 
to replicate an actual installation method used in high-rise buildings. Steel plates are used to connect the upper 
and lower cross beams to the furnace as shown in Fig. 4.  
The axial load on each concrete wall was specified as 408 kN (10% of the buckling capacity of the wall 
at normal temperature and determined according to ACI 318 [32]). The prescribed axial load was determined 
considering the limitations of the fire test facility. The loading process is shown in Fig. 5. 
In order to measure the temperature distribution throughout the wall during the fire test, 45 type-K 
thermocouples were installed with 9 thermocouples in a vertical plane, along 5 vertical planes through the 
wall thickness, as shown in Fig. 6. The vertical deflections of the concrete wall were recorded using two linear 
variable differential transducers (LVDTs) with a measurement range of ±50 mm, while the horizontal 
displacements of the wall were monitored using five LVDTs with a measurement range of ±200 mm as 
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shown in Fig. 7. The vertical and horizontal displacements of the wall were monitored throughout the course 
of the fire test considering the limiting deflection criteria of ISO 834-1 [17]. In addition, photographs of the 
unexposed face of the wall were taken to observe the crack patterns. 
 
 
Fig. 4. Details of wall specimens W1 and W2 [16]. 
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Fig. 5. The process of loading [16]. 
 
    
Fig. 6. Location of thermocouples [16]. 
4. Validation of Precast Concrete Load-Bearing Wall 3-D Model 
 
4.1. Thermal Response of Precast Concrete Walls 
 
The thermal model is validated by comparing the computed temperatures with the measured temperatures 
obtained from the fire tests conducted by Pothisiri et al. [16], temperature data taken from previous studies 
in the literature [33 - 34], and Eurocode 2 [21].  
 
4.1.1. Validation with temperature history from the fire tests 
 
The computed and measured temperatures along 5 vertical planes (referred to as v-plane) of the walls W1 
and W2 are plotted in Fig. 8. The measured temperature is shown as the average of the nine thermocouple 
readings in each vertical plane (Fig. 6). Note that the exposed surface (i.e., v-plane 1) temperatures are used 
as input temperatures in the thermal model.  
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Fig. 7. Fire test setup and location of LVDTs [16].  
 
           
                                    (a) W1             (b) W2 
Fig. 8. Temperature history from fire tests of walls W1 and W2 along five vertical planes (here referred to 
as v-plane). 
 
It is seen that the average temperatures in each vertical plane of the two walls are slightly different and 
increase with similar trends. However, the wall W2 shows lower temperatures in the inner vertical planes 
when compared with the wall W1. This is possibly due to the different thermal conductivity and specific heat 
of concrete in walls W1 and W2 resulting from the increase of PP fiber content in the concrete mixture of 
walls W2. The variation in thermal properties of concrete is not taken into account in the current study. 
The temperatures predicted by the thermal model are in good agreement with those measured during the 
fire tests for both walls. Small discrepancies between the measured and the predicted temperatures are 
observed in the range of 20-50 °C. The temperature deviation may be due to the thermal conductivity and 
specific heat of concrete mixed with PP fibers being different from those specified by Eurocode 2 and 
Eurocode 3. Based on the temperature data, the thermal model provides reasonably accurate predictions 
through the wall thickness. As such, the proposed thermal model can be used to predict the temperatures 
within the precast concrete load-bearing walls exposed to fire. 
 
4.1.2. Validation with temperature history from previous studies 
   
In order to further examine the validity of the proposed thermal model, the predicted temperatures are 
compared with available measured temperatures from experimental studies on reinforced concrete slabs 
exposed to fire [33-34]. Lim et al. [33] conducted a fire test on a flat slab with length 3.3 m, width 4.3 m and 
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thickness 0.1 m. The slab was subjected to fire on the bottom side for 180 min. The temperatures were 
recorded at 5 different horizontal planes, i.e. 0, 25, 50, 75 and 95 mm from the exposed face of the slab. 
Another fire test has been conducted by Lie and Williams-Leir [34] on a slab with length 0.9 m, width 0.8 m 
and thickness 0.15 m. The slab was subjected to fire on the bottom side for 360 min and the temperatures 
were recorded at the exposed face, mid-thickness and unexposed face of the slab. 
Note that the thermal properties of concrete and steel rebar based on Eurocode 2 and Eurocode 3 are 
adopted for the finite element model. The predicted temperatures and measured temperatures for these two 
fire tests are shown in Fig. 9. The maximum deviations are found to be around 35 oC at the mid-thickness 
for Lim et al. [33] and 40 oC at the unexposed face for Lie and Williams-Leir [34]. Therefore, the proposed 
finite element model can be considered to be reliable for predicting temperatures of reinforced concrete slabs 
exposed to fire. 
 
 
             (a) Experimental results of Lim et al. [33]    (b) Experimental results of Lie and Williams-Leir [34] 
Fig. 9. Comparison between predicted and measured temperatures of RC slabs from previous studies. 
 
4.1.3. Validation with temperature profiles from Eurocode 2  
 
The proposed thermal model is also validated by comparing with the temperature profiles for slabs available 
in Eurocode 2 [21], which is also applicable for walls exposed to fire on one side (Fig. A.2, Eurocode 2 [21]). 
The temperature profiles for a wall with thickness tw = 200 mm for standard fire exposures ranging from 30 
min (R30) to 240 min (R240) are shown in Fig. 10. 
 
 
Fig. 10. Temperature profiles for the slap depth of 100 mm (total depth of 200 mm). 
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The predicted temperature profiles from the proposed thermal model are in good agreement with those 
calculated from Eurocode 2 [21]. The maximum deviation of the temperature is about 10°C for the fire 
exposure of R30 while the predicted temperature for other fire exposure levels shows good agreement with 
the calculated temperature from Eurocode 2 [21]. 
 
4.2. Structural Response of Precast Concrete Load-Bearing Walls 
 
The wall is considered to have no rotational restraints at both ends of the wall (i.e., pinned at bottom end 
and simply supported at the top end). The structural model is validated by comparing the computed 
displacements and crack patterns with the results from the fire tests conducted by Pothisiri et al. [16]. 
 
4.2.1. Comparison of displacements 
 
The computed horizontal displacements obtained from the structural model are compared with those 
measured during the fire tests as illustrated in Figs. 11 and 12. It is seen that the maximum horizontal 
displacements of the wall W1 as predicted by the structural model, match well with the measurements taken 
throughout the fire test. However, the structural model overestimates the horizontal displacements of the 
wall W2 when compared with the test results after the first 20 min, with a maximum deviation of around 7 
mm. Note that the LVDT at H1 malfunctioned after 88 min from the initiation of the fire test and measured 
data is only shown up to that instant. Based on the above comparison, it can be concluded that the structural 
response obtained by the proposed model is reasonably accurate.  
 
4.2.2. Comparison of crack patterns  
 
Crack patterns obtained from the fire test are compared with the crack patterns obtained from the finite 
element model for the walls W1 and W2 in Figs. 13 and 14, respectively. In the finite element simulations 
when the principal stress exceeds the tensile strength of concrete, the crack plane is indicated by a straight 
line perpendicular to the principal stress direction.  
 
   
(a) H1 (b) H2 (c) H3  
 
  
(d) H4 (e) H5 
Fig. 11. Horizontal displacement of wall W1 at locations H1-H5. (The location of the horizontal LVDTs are 
shown in Fig. 7). 
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(a) H1 (b) H2 (c) H3  
 
  
(d) H4 (e) H5 
 
Fig. 12. Horizontal displacement of wall W2 at locations H1-H5. (The location of the horizontal LVDTs are 
shown in Fig. 7). 
 
  
(a) Experiment [16] (b) 3-D finite element model 
Fig. 13. Crack pattern of wall W1. 
 
  
(a) Experiment [16] (b) 3-D finite element model 
Fig. 14. Crack pattern of wall W2. 
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It can be observed that the crack patterns of both walls as obtained from the proposed model are in line 
with the test results. The cracks on the unexposed face are initiated in the vertical direction at 17 min and 21 
min for walls W1 and W2, respectively. The occurrence of these vertical cracks is mainly due to the thermal 
expansion of the wall in the horizontal direction with no restraints at the vertical edges. In addition, tensile 
stresses are induced in the horizontal direction as the load level is increased. Horizontal cracks in walls W1 
and W2 are observed after 40-min and 43-min heating duration, respectively. The horizontal cracks are 
initiated near the vertical edges and propagate to the middle of the wall. In addition to the vertical and 
horizontal cracks, inclined cracks are also observed around the corners of the walls. The inclined cracks are 
initiated at about the same time as the horizontal cracks. 
 
5. Fire Performance of Load-Bearing Walls 
 
The finite element model validated in the previous section is used to examine the effect of load level, 
slenderness ratio and boundary conditions on the fire performance of precast concrete load-bearing walls. 
The input temperature used herein is the temperature of v-plane 1 in Fig. 8(a).  
 
5.1. Effect of Load Level 
 
The effect of varying load levels is investigated for a simply supported wall with length lw=3.42 m, height 
hw=2.65 m and thickness tw=0.12 m. The wall is subjected to axial loads that are 10%, 20%, 30%, 40% and 
50% of the buckling capacity of the wall at normal temperature (4,080 kN). 
The mid-height horizontal displacement of the wall for different load levels is plotted in Fig. 15. The 
termination point of each curve indicates the time to failure of the load-bearing wall as obtained from the FE 
model. It can be seen that failure of the wall under the load levels of 0.2, 0.3, 0.4 and 0.5 occurs at 170 min, 
72 min, 33 min and 19 min, respectively, while the wall does not fail under the load level of 0.1 within the 
heating duration of 180 min. It is evident that the fire resistance rating of the load-bearing wall decreases by 
up to 90% with increasing load level. This is due to the fact that under the higher load levels, larger principal 
stresses are induced in the concrete elements which lead to earlier crushing failure. The 120-mm thick precast 
concrete walls with a load level exceeding 0.2 are unable to sustain a 3-hour fire resistance period.  
 
 
 
Fig. 15. Mid-height horizontal displacement of simply-supported precast concrete walls with varying load 
levels corresponding to axial loads that are 10%, 20%, 30%, 40%, and 50% of the buckling capacity 
of the wall at normal temperature (4,080 kN). 
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5.2. Effect of Slenderness Ratio 
 
In order to examine the effect of slenderness ratio on the fire performance of the precast concrete wall, a 
simply supported wall with length lw=3.42 m and thickness tw=0.12 m is considered. The wall height hw is 
varied to obtain different slenderness ratios Sr = hw/tw of 20 (Sr-20), 25 (Sr-25), 30 (Sr-30) and 35 (Sr-35). These 
walls are subject to a constant axial load of 1000 kN and are exposed to fire on one side.  
The maximum horizontal displacements of the walls are shown in Fig. 16. It is seen that the walls with 
the slenderness ratios of 25, 30 and 35 have a fire resistance rating of 67, 26 and 12 min, respectively, while 
the wall with the slenderness ratio of 20 does not fail within the heating duration of 180 min. This clearly 
indicates that walls with higher slenderness ratios are more prone to structural failure with lower fire resistance 
ratings by up to 93%. Further, it is observed that the failure of the wall is primarily due to buckling as evident 
from the maximum stress and deflection along the wall height [35]. The failure criteria of Willam and Warnke 
[31] indicates crushing of concrete occurs only for the wall with the slenderness ratio of 25. Meanwhile, for 
the other two walls with the slenderness ratios of 30 and 35, extremely large displacements are found at the 
mid-height where the maximum principal stresses are induced. The large displacements result in divergence 
of the finite element solution. As such, the walls can be regarded as reaching their load-bearing capacity, and 
the fire resistance rating can be determined.  
 
 
Fig. 16. Mid-height horizontal displacement of precast concrete load-bearing walls with varying slenderness 
ratios. 
 
5.3. Effect of Rotational Restraint 
 
The effect of rotational restraints on the fire resistance of load-bearing walls is examined for a wall with 
length lw=3.42 m, height hw=2.65 m, thickness tw=0.12 m and applied load of 2500 kN. The different boundary 
conditions considered are (a) SS: no rotational restraints at both ends of the wall, (b) FS: rotational restraints 
at the bottom end of the wall, (c) FF: rotational restraints at both ends of the wall (see Fig. 17). Note that in 
all cases the walls are allowed to translate vertically at the upper support with no axial restraint. The maximum 
horizontal displacement of the wall is shown in Fig. 18 and indicates that the rotational restraint has a 
significant influence on the fire resistance of load-bearing walls. The wall with no rotational restraints (SS) 
fails after 11 min of fire exposure, while the wall with rotational restraint at the bottom end (FS) fails after 
129 min. The wall with rotational restraints at both ends (FF) maintains its structural stability throughout the 
fire exposure period of 180 min. This indicates that the fire resistance rating of the walls increases by up to 
94% when rotational restraints are imposed at the ends of the walls. The positive effect of the rotational 
restraints on the fire resistance of load-bearing walls are due to the redistribution of positive and negative 
moments along the wall height [35].  
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                                                         (a) SS             (b) FS              (c) FF 
Fig. 17.  Load-bearing walls with different boundary conditions.  
 
 
Fig. 18.  Maximum horizontal displacement of load-bearing walls with different boundary conditions; SS: 
no rotational restraints at both ends of the wall, FS: rotational restraints at bottom end of the wall, 
FF: rotational restraints at both ends of the wall. 
 
6. Equations for Fire Resistance Rating (FRR) 
 
The fire resistance rating (FRR) of the precast concrete load-bearing wall is the fire resistance assigned to the 
wall on the basis of a test or some other approval system [20]. In this section, equations are derived for 
estimating the fire resistance rating of the precast concrete load-bearing walls in terms of load level 
rL and 
slenderness ratio 
rS . The load level rL  is defined as the ratio of the applied load to the load-carrying capacity 
of the wall at normal temperature.  
The effect of varying boundary conditions is also included by examining the three cases SS, FS and FF 
mentioned in Sec. 5.3. The least-squares technique is used to determine the best ﬁt of a third-order polynomial 
function to the dataset of fire resistance ratings obtained from the proposed model. However, to avoid the 
impact of varying thermal gradients, the equations are derived only for a wall with a thickness 120 mm. It 
should also be noted that the equations are developed herein for the wall with a vertical reinforcement ratio 
of 0.30% and a compressive strength of concrete at normal temperature of 44 MPa. Furthermore, the effect 
of PP fibers on the thermal and mechanical properties of concrete is not taken into account due to the very 
small amount of PP fibers (0.05-0.2% by volume) used in the concrete mixture. 
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The fire resistance rating (FRR) for the three cases SS, FS and FF are plotted in Fig. 19, and the FRR is 
given by the following equations, 
Wall with no rotational restraints at both ends of wall (SS): 
  2 2 3 3=1460 -109  - 2560 +4.25 +4080  -0.054 -2170SS r r r r r rFRR S L S L S L         (1) 
Wall with rotational restraints at bottom end of wall (FS): 
                    2 2 3 31820 137 2420 5 3500 0.06 1720FS r r r r r rFRR S L S L S L                                                      (2) 
Wall with rotational restraints at both ends of wall (FF): 
              2 2 3 3=600-22 -1370 +0.86S +1700 -0.011 -740FF r r r r r rFRR S L L S L                                            (3) 
 
                  
(a) SS (b) FS 
 
(c) FF 
Fig. 19. FRR of the walls obtained by using the finite-element model with varying heights and applied loads. 
 
The overall fire resistance rating of the wall with rotational restraints at the bottom end of the wall is 
higher compared with the wall with no rotational restraints at both ends of the wall. The wall with rotational 
restraints at both ends of the wall provides a better fire resistance rating overall compared with the other two 
cases. 
Also shown in Fig.19 is the FRR values for a 120-mm thick wall given by Eurocode 2 [21] at 90 min and 
30 min for the load levels of 35% and 70%, respectively. It is clearly seen that neither the effect of wall 
slenderness nor rotational restraint were taken into account in the codified FRR. 
 
7. Conclusions 
 
The fire performance of precast concrete load-bearing walls with varying load levels, slenderness ratios and 
boundary conditions has been investigated by using three-dimensional thermal and structural models. The 
models are verified against experimental data by comparing the predicted temperatures, displacements and 
crack patterns with the measured ones from fire tests.  
Based on the modeling results, it is found that the temperatures predicted by the thermal model are in 
good agreement with those measured during the fire tests of the wall specimens W1 and W2, as well as those 
taken from previous studies of reinforced concrete slabs. The slight temperature deviation may be caused by 
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variation of the actual thermal conductivity and specific heat of concrete from those specified by the 
Eurocode. 
The predicted horizontal displacements are compared with those measured during the fire tests of walls 
W1 and W2. It is found that the maximum horizontal displacements of the walls as predicted by the structural 
model match well with the measurements taken throughout the fire test. Moreover, the crack patterns of the 
walls obtained from the proposed model are in good agreement with the crack patterns recorded during the 
fire tests. 
The verified model is used to examine the effects of load level, slenderness ratio and boundary conditions 
on the fire performance of the walls. The results show that the fire resistance rating of the load-bearing wall 
decreases with increasing load level. This is due to the fact that under higher load levels, larger principal 
stresses are induced in the concrete elements, which lead to earlier crushing failure. It is also observed that 
walls with higher slenderness ratios are more prone to structural failure with lower fire resistance ratings. The 
failure of the wall is primarily due to buckling. In terms of boundary conditions, it is seen that the rotational 
restraint has a significant influence on the fire resistance of the load-bearing walls through the redistribution 
of positive and negative moments along the wall height. It is noted that the effects of load level, slenderness 
ratio, and rotational restraint on the fire performance of walls, are in line with the previous findings of other 
researchers. 
Equations have been derived for estimating the fire resistance rating of the walls with different support 
conditions. These equations can be useful for the structural design of precast concrete load-bearing walls for 
fire safety. 
The 3-D thermal and structural models proposed in this study can serve as an efficient alternative to 
extensive experimental studies, when investigating the fire performance of precast concrete load-bearing walls. 
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